Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00148 Lead 0.000 Copper 0.00 KS027 CAl
LG00149 Lead 0.000 Copper 0.00 KS027 CA2
LG00150 Lead 0.000 Copper 0.00 KS027 CA3
LG00151 Lead 0.000 Copper 0.00 KS027 CA4
LG00152 Lead 0.000 Copper 0.00 KS027 CAS
LG00153 Lead 0.000 Copper 0.00 KS027 CA6
LG00154 Lead 0.000 Copper 0.00 KS027 CA7
LGO0155 Lead 0.000 Copper 0.00 KS027 CA8
LG00156 Lead 0.000 Copper 0.00 KS027 CA9
LG00157 Lead 0.000 Copper 0.00 KS027 CA10
LG00158 Lead 0.004 Copper 0.08 DWO009 CB1
LG00159 Lead 0.001 Copper 0.00 DWO009 CB2
LG00160 Lead 0.000 Copper 0.00 DWO009 CB3
LG00161 Lead 0.000 Copper 0.00 DWO009 CB4
LG00162 Lead 0.000 Copper 0.00 DWO009 CB5
LG00163 Lead 0.000 Copper 0.00 DWO009 CB6
LG00164 Lead 0.000 Copper 0.00 DWO009 CB7
LG00165 Lead 0.001 Copper 0.00 DWO009 CB8
LG00166 Lead 0.001 Copper 0.00 DWO009 CB9
LG00167 Lead 0.000 Copper 0.00 DWO009 CB10
LG00168 Lead [ Copper 0.06 KS026 cC1
LG00169 Lead 0.000 Copper 0.00 KS026 Ccc2
LG00170 Lead 0.000 Copper 0.00 KS026 CC3
LG00171 Lead 0.000 Copper 0.00 KS026 CC4
LG00172 Lead 0.000 Copper 0.00 KS026 CC5
LG00173 Lead 0.000 Copper 0.00 KS026 CCé6
LG00174 Lead 0.000 Copper 0.00 KS026 cc7
LG00175 Lead 0.000 Copper 0.00 KS026 CC8
LG00176 Lead 0.000 Copper 0.00 KS026 CC9
LG00177 Lead 0.000 Copper 0.00 KS026 CC10

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00178 Lead 0.007 Copper 0.14 KS033 CD1
LG00179 Lead 0.000 Copper 0.00 KS033 CD2
LG00180 Lead 0.000 Copper 0.00 KS033 CD3
LG00181 Lead 0.004 Copper 0.00 KS033 CD4
LG00182 Lead 0.000 Copper 0.00 KS033 CD5
LG00183 Lead 0.000 Copper 0.00 KS033 CD6
LG00184 Lead 0.000 Copper 0.00 KS033 CD7
LG00185 Lead 0.000 Copper 0.00 KS033 CD8
LG00186 Lead 0.000 Copper 0.00 KS033 CD9
LG00187 Lead 0.000 Copper 0.00 KS033 CD10
LG00188 Lead [ Copper 0.14 KS039 CE1
LG00189 Lead 0.007 Copper 0.11 KS039 CE2
LG00190 Lead 0.004 Copper 0.08 KS039 CE3
LG00191 Lead 0.004 Copper 0.08 KS039 CE4
LG00192 Lead 0.004 Copper 0.08 KS 039 CES
LG00193 Lead 0.006 Copper 0.10 KS039 CE6
LG00194 Lead 0.004 Copper 0.07 KS039 CE7
LG00195 Lead 0.003 Copper 0.07 KS039 CE8
LG00196 Lead 0.003 Copper 0.07 KS039 CE9
LG00197 Lead 0.004 Copper 0.08 KS039 CE10
LG00198 Lead Copper 0.37 DWO030 RM122 P1
LG00199 Lead Copper B2 O 030 RM 122 P2
LG00200 Lead 0.007 Copper 0.00 DW 030 RM 122 FO1
LG00201 Lead 0.002 Copper 0.00 DW 030 RM 122 FO2
LG00202 Lead 0.002 Copper 0.07 KS031 RM121 P1
LG00203 Lead 0.000 Copper 0.18 KS 031 RM 121 P2
LG00204 Lead 0.000 Copper 0.00 KS 031 RM 121 FO1
LG00205 Lead 0.000 Copper 0.00 KS031 RM121 FO2
LG00206 Lead 0.008 Copper 0.00 DWO28 HALLWAY LF OF P1
LG00207 Lead 0.006 Copper 0.00 DW 028 HALLWAY LT OF P2
LG00208 Lead 0.001 Copper 0.00 DW 028 HALLWAY LT OF FO1
LG00209 Lead 0.000 Copper 0.00 DW 028 HALLWAY LT OF FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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3002 Farley Street
Flint, MI 48507

Manley School

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00210 Lead Copper 0.26 DW 029 CLASSROOOM #123 [P1
LG00211 Lead Copper O O\ 029 CLASSROOM #123 _[P2
LG00212 Lead 0.003 Copper 0.00 DW 029 CLASSROOM #123 FO1
LG00213 Lead 0.001 Copper 0.00 DW 029 CLASSROOM #123 |FO2
LG00214 Lead [ Copper 0.15 DW 034 RM 116 P1
LG00215 Lead 0.014 Copper 0.12 DW 034 RM 116 P2
LG00216 Lead 0.006 Copper 0.05 DW 034 RM 116 FO1
LG00217 Lead 0.002 Copper 0.00 DW 034 RM 116 FO2
LG00218 Lead 0.007 Copper 0.06 DW 035 NEXT TO RM 116 P1
LG00219 Lead 0.001 Copper 0.06 DW 035 NEXT TO RM 116 P2
LG00220 Lead 0.002 Copper 0.07 DW 035 NEXT TO RM 116 FO1
LG00221 Lead 0.001 Copper 0.06 DW 035 NEXT TO RM 116 FO2
LG00222 Lead 0.008 Copper 0.09 DW 032 RM 114 P1
LG00223 Lead 0.004 Copper 0.08 DW 032 RM 114 P2
LG00224 Lead 0.001 Copper 0.00 DW 032 RM 114 FO1
LG00225 Lead 0.000 Copper 0.00 DW 032 RM 114 FO2
LG00226 Lead Copper 0.13 KS 033 RM 120 P1
LG00227 Lead 0.000 Copper 0.18 KS 033 RM 120 P2
LG00228 Lead 0.000 Copper 0.00 KS 033 RM 120 FO1
LG00229 Lead 0.000 Copper 0.00 KS 033 RM 120 FO2
LG00230 Lead Copper 0.45 KS 039 RM 105 P1
LG00231 Lead Copper 0.69 KS 039 RM 105 P2
LG00232 Lead 0.010 Copper 0.19 KS 039 RM 105 FO1
LG00233 Lead 0.004 Copper 0.14 KS 039 RM 105

LG00234 Lead 0.010 Copper 0.21 DW 040 RM 105 P1
LG00235 Lead 0.005 Copper 0.15 DW 040 RM 105 P2
LG00236 Lead 0.004 Copper 0.13 DW 040 RM 105 FO1
LG00237 Lead 0.003 Copper 0.07 DW 040 RM 105 FO2
LG00238 Lead Copper 0.42 DW 038 RM 106 P1
LG00239 Lead Copper 0.28 DW 038 RM 106 P2
LG00240 Lead Copper 0.15 DW 038 RM 106 FO1
LG00241 Lead 0.008 Copper 0.06 DW 038 RM 106 FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00242 Lead 0.014 Copper 0.43 DW 036 RM 108 P1
LG00243 Lead 0.012 Copper 0.19 DW 036 RM 108 P2
LG00244 Lead 0.002 Copper 0.08 DW 036 RM 108 FO1
LG00245 Lead 0.001 Copper 0.05 DW 036 RM 108 FO2
LG00246 Lead [OOSR Copper 0.21 DW 001 HALLWAY RT OF PO1
LG00247 Lead 0.009 Copper 0.09 DW 001 HALLWAY RT OF P02
LG00248 Lead 0.004 Copper 0.05 DW 001 HALLWAY RT OF FO1
LG00249 Lead 0.000 Copper 0.00 DWO001 HALLWAY RT OF FO2
LG00250 Lead 0.008 Copper 0.00 DW 015 ACROSS FROM RM  |P1
LG00251 Lead 0.003 Copper 0.00 DW 015 ACROSS FROM RM  [P2
LG00252 Lead 0.002 Copper 0.00 DW 015 ACROSS FROM RM  |FO1
LG00253 Lead 0.000 Copper 0.00 DW 015 ACROSS FROM RM  |F02
LG00254 Lead 0.005 Copper 0.20 DW 020 RM 226 P1
LG00255 Lead 0.000 Copper 0.16 DW 020 RM 226 P2
LG00256 Lead 0.000 Copper 0.00 DW 020 RM 226 FO1
LG00257 Lead 0.001 Copper 0.00 DW 020 RM 226 FO2
LG00258 Lead 0.000 Copper 0.09 CF 024 RM 227 P1
LG00259 Lead 0.000 Copper 0.12 CF 024 RM 227 P2
LG00260 Lead 0.000 Copper 0.00 CF 024 RM 227 FO1
LG00261 Lead 0.000 Copper 0.00 CF 024 RM 227 FO2
LG00262 Lead 0.014 Copper 0.20 DW 006 RM 219 P1
LG00263 Lead 0.002 Copper 0.19 DWO006 RM219 P2
LG00264 Lead 0.000 Copper 0.00 DWO006 RM219 FO1
LG00265 Lead 0.000 Copper 0.00 DWO006 RM219 FO2
LG00266 Lead S Copper 0.11 KS018 RM226 P1
LG00267 Lead 0.010 Copper 0.16 KS018 RM226 P2
LG00268 Lead 0.000 Copper 0.00 KS018 RM226 FO1
LG00269 Lead 0.000 Copper 0.00 KS018 RM226 FO2
LG00270 Lead 0.007 Copper 0.13 CF 021 RM 226 P1
LG00271 Lead 0.000 Copper 0.11 CF 021 RM 226 P2
LG00272 Lead 0.000 Copper 0.00 CF 021 RM 226 FO1
LG00273 Lead 0.000 Copper 0.00 CF 021 RM 226 FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00274 Lead 0.005 Copper 0.06 CF 017 RM 212 P1
LG00275 Lead 0.002 Copper 0.10 CF 017 RM 212 P2
LG00276 Lead 0.000 Copper 0.10 CF017 RM 212 FO1
LG00277 Lead 0.000 Copper 0.09 CF 017 RM 212 FO2
LG00278 Lead 0.006 Copper 0.23 DW 011 RM 222 P1
LG00279 Lead 0.000 Copper 0.20 DW 011 RM 222 P2
LG00280 Lead 0.001 Copper 0.18 DW 011 RM 222 FO1
LG00281 Lead 0.001 Copper 0.00 DW 011 RM 222 FO2
LG00282 Lead Copper 0.18 KS 026 RM 227 P1
LG00283 Lead 0.002 Copper 0.15 KS 026 RM 227 P2
LG00284 Lead 0.000 Copper 0.00 KS 026 RM 227 FO1
LG00285 Lead 0.000 Copper 0.00 KS 026 RM 227 FO2
LG00286 Lead Copper 0.24 DW 022 NEXT TO RM 227 P1
LG00287 Lead Copper 0.10 DW 022 NEXT TO ROOM 227 |P2
LG00288 Lead 0.003 Copper 0.00 DW 022 NEXT TO ROOM 227 [FO7
LG00289 Lead 0.000 Copper 0.00 DW 022 NEXT TO RM 227 FO2
LG00290 Lead 0.000 Copper 0.07 KS 025 RM 227 P1
LG00291 Lead 0.000 Copper 0.07 KS 025 RM 227 P2
LG00292 Lead 0.000 Copper 0.00 KS 025 RM 227 FO1
LG00293 Lead 0.000 Copper 0.00 KS 025 RM 227 FO2
LG00294 Lead 0.004 Copper 0.10 KS 027 KITCHEN P1
LG00295 Lead 0.002 Copper 0.07 KS 027 KITCHEN P2
LG00296 Lead 0.000 Copper 0.00 KS 027 KITCHEN FO1
LG00297 Lead 0.000 Copper 0.00 KS 027 KITCHEN FO2
LG00298 Lead 0.014 Copper 0.19 DW 023 RM 227 P1
LG00299 Lead 0.001 Copper 0.14 DW 023 RM 227 P2
LG00300 Lead 0.000 Copper 0.00 DW 023 RM 227 FO1
LG00301 Lead 0.000 Copper 0.00 DW 023 RM 227 FO2
LG00302 Lead 0.002 Copper 0.08 KS 019 RM 226 P1
LG00303 Lead 0.001 Copper 0.00 KS 019 RM 226 P2
LG00304 Lead 0.000 Copper 0.00 KS 019 RM 226 FO1
LG00305 Lead 0.000 Copper 0.00 KS 019 RM 226 FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00306 Lead 0.003 Copper 0.00 KS 005 RM 219 P1
LG00307 Lead 0.000 Copper 0.00 KS 005 RM 219 P2
LG00308 Lead 0.000 Copper 0.00 KS 005 RM 219 FO1
LG00309 Lead 0.000 Copper 0.00 KS 005 RM 219 FO2
LG00310 Lead Copper 0.24 DW 009 RM 220 P1
LG00311 Lead Copper 0.25 DW 009 RM 220 P2
LG00312 Lead 0.005 Copper 0.07 DW 009 RM 220 FO1
LG00313 Lead 0.002 Copper 0.05 DW 009 RM 220 FO2
LG00314 Lead 0.002 Copper 0.13 KS 014 RM 222 P1
LG00315 Lead 0.001 Copper 0.11 KS 014 RM 222 P2
LG00316 Lead 0.000 Copper 0.00 KS 014 RM 222 FO1
LG00317 Lead 0.000 Copper 0.00 KS 014 RM 222 FO2
LG00318 Lead 0.002 Copper 0.08 KS 004 ROOM 219 P1
LG00319 Lead 0.002 Copper 0.08 KS 004 ROOM 219 P2
LG00320 Lead 0.000 Copper 0.00 KS 004 ROOM 219 FO1
LG00321 Lead 0.000 Copper 0.00 KS 004 ROOM 219 FO2
LG00322 Lead 0.000 Copper 0.09 KS 013 RM 222 P1
LG00323 Lead 0.000 Copper 0.09 KS 013 RM 222 P2
LG00324 Lead 0.000 Copper 0.00 KS 013 RM 222 FO1
LG00325 Lead 0.000 Copper 0.00 KS 013 RM 222 FO2
LG00326 Lead Copper 0.13 DW 008 NEXT TO RM 220 P1
LG00327 Lead 0.004 Copper 0.08 DW 008 NEXT TO RM 220 P2
LG00328 Lead 0.001 Copper 0.00 DW 008 NEXT TO ROOM 220 [FO1
LG00329 Lead 0.000 Copper 0.00 DW 008 NEXT TO RM 220 FO2
LG00330 Lead DO Copper BRI CF003 ROOM 212 P1
LG00331 Lead 0.005 Copper 0.26 CF 003 ROOM 212 P2
LG00332 Lead 0.001 Copper 0.14 CF 003 ROOM 212 FO1
LG00333 Lead 0.000 Copper 0.05 CF 003 ROOM 212 FO2
LG00334 Lead 0.001 Copper 0.07 KS 007 RM 219 P1
LG00335 Lead 0.000 Copper 0.14 KS 007 RM 219 P2
LG00336 Lead 0.000 Copper 0.00 KS 007 RM 219 FO1
LG00337 Lead 0.000 Copper 0.00 KS 007 RM 219 FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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Manley School
3002 Farley Street
Flint, MI 48507

Sample Number |Analysis (PB) Result (mg/L) Analysis (Cu) Result (mg/L) Sample Description Site Code
LG00338 Lead 0.000 Copper 0.08 CF 012 RM 222 P1
LG00339 Lead 0.000 Copper 0.05 CF 012 RM 222 P2
LG00340 Lead 0.000 Copper 0.00 CF 012 RM 222 FO1
LG00341 Lead 0.000 Copper 0.00 CF 012 RM 222 FO2

Note: Results of "Not Detected" have been converted to a numerical value of zero to allow for ease of sorting.
Results in RED exceed 15 ppb for Lead or 1.3 ppm for Copper

1 ppb = 0.001 mg/L

Sampling Date: January 16, 2016
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